Assistance
Program

WORK ORDER INFORMATION

Work Order Name: WO/12012NW2364/1
Work Order Type:  Weatherization
Audit Name: 12012NW2364
CLIENT INFORMATION
Client Name: Address:
Client ID: 12012NW2364 ,
Alt. Client ID:

AGENCY INFORMATION

Agency: Northwest Tn. Economic Development Council
Address: 231 South Wilson St.
Dresden, TN 38225-1312

Agency Contact: Woods, Max

Company Name & License Number:

Agency Phone:

Work Phone:
Cell Phone:
Email Address:

Work Order (Bid Form)

(731) 364-3228
Fax: (731) 364-5029

Email Address:

(731) 286-0332
(731) 676-1414

Contractor's Signature:

COMMENT

Did not perform blower door test,

9 out of 12 roof rafters are broken on north side.
5 out of 12 roof rafters are broken on south side.

Roof could fall in at any time.

Client Name: Work Order (Bid Form)
Client ID: 12012NW2364 Work Order Name: WO/12012NW2364/1
Alt. Client ID: Report Run On: 5/21/2010

DOE Weatherization Assistant
Version 8.5.0
Page 1 of 6



Measures

Measure 1 Replace Front Door Components Inspected

Comment Replace front door. Existing door in very bad shape. Jamb has been busted |:|
and patched. Door is also busted.

Install a 36 x 80 R/H 6-panel thermal door with viewer and re-install storm

door.
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
10 Unspecified Misc Material Each 1 ‘ H ‘ ‘ H H ‘
Other Detail
| | | L] | L H |
| | | L] | L H |
Measure Sub Total: |:| Sub Total: S
Field Notes:
Measure 2 Infiltration Redctn Components Inspected
Comment Foam Kitchen and Bath Plumbing |:|
Foam Chimney and Vent pipe (In Attic)
Seal (2) A/IC
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
10 Miscellaneous Infiltration Reduction Each 1 ‘ H H H H ‘
Supplies
Other Detail
| | | L] | L H |
| | | L] | L] H |
Measure Sub Total: |:| Sub Total: S
Field Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 12012NW2364 Work Order Name: WO/12012NW2364/1 Version 8.5.0

Alt. Client ID: Report Run On: 5/21/2010 Page 2 of 6



Measure 3 DWH Pipe Insulation Components Inspected
Comment |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
1 Insulation DHW Pipe Insulation Each 1 ‘ H ‘ ‘ H H ‘
2 Labor DHW Pipe Insulation Each 1 ‘ H ‘ ‘ H H ‘
Other Detail
| | | L H L] H |
| | | L H L H |
Measure Sub Total: :| Sub Total: |:|
Field Notes:

Measure 4 DWH Tank Insulation Components Inspected
Comment Electric |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
1 Hot Water DHW Tank Insulation Each 1 ‘ H ‘ ‘ H H ‘
Equipment
2 Labor DHW Tank Insulation Each 1 ‘ H ‘ ‘ H H ‘
Other Detail
| | | L] | L H |
| | | L] | L] H |
Measure Sub Total: |:| Sub Total: S
Field Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 12012NW2364 Work Order Name: WO/12012NW2364/1 Version 8.5.0
Alt. Client ID: Report Run On: 5/21/2010 Page 3 of 6



Measure 5 Attic Ins. R-30 Components Al Inspected
Comment Upgrade Attic Access |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
1 Insulation Attic Insulation - SqFt 672 ‘ H ‘ ‘ H H ‘
Cellulose, Blown - R-30
2 Miscellaneous Added Misc Cost Each 1 ‘ H ‘ ‘ H H ‘
Supplies
Other Detail
| | | L] | L] H |
| | | L H ] H |
Measure Sub Total: |:| Sub Total: S
Field Notes:

Measure 6 CO Monitor is Needed Components Inspected
Comment |:|
Estimated Actual

# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total

1 Health and Safety CO monitor Each 1 ‘ H ‘ ‘ ‘ ‘ H ‘
ltems

2 Labor Labor Hour 1 ‘ H ‘ ‘ H H ‘

Other Detall

| | | L] | L] H |

| | | ]| | L H |

Measure Sub Total: :| Sub Total: |:|

Field Notes:

Client Name: Work Order (Bid Form) DOE Weatherization Assistant

Client ID: 12012NW2364

Alt. Client ID:

Work Order Name: WO/12012NW2364/1

Report Run On: 5/21/2010

Version 8.5.0
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Measure 7 Fix Other Water Heating Problem Components Inspected

Comment Correct wiring at HWH. Place under the cover and add romex clamp. |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
1 Health and Safety Equipment Each 1 ‘ H ‘ ‘ H H ‘
Items
2 Labor Labor Hour 1 I || | I |
Other Detall

| | | ]l | | H |
| | || ]l | I H |
Measure Sub Total: :| Sub Total: |:|

Field Notes:
Measure 8 Fix Wiring Problems (Attic) Components Inspected
Comment Fix (2) Improper wiring connections |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
1 Health and Safety Equipment Each 1 H ‘ ‘ H H
Items
2 Labor Labor Hour 1 ‘ H ‘ ‘ H H ‘
Other Detall
| | | L H L H |
| | | I | L] H |
Measure Sub Total: :| Sub Total: |:|
Field Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 12012NW2364 Work Order Name: WO/12012NW2364/1 Version 8.5.0

Alt. Client ID: Report Run On: 5/21/2010 Page 5 of 6



Measure 9 Install Bathroom Exhaust Fan Components Inspected

Comment Replace existing bath exhaust with new one and vent thru roof |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
1 Health and Safety Bathroom exhaust fan Each 1 ‘ H ‘ ‘ H H ‘
Items
2 Labor Labor Hour 1 ‘ H ‘ ‘ H H ‘
Other Detall

| | | ]l | | H |
| | || ]l | I H |
Measure Sub Total: :| Sub Total: |:|

Field Notes:
Measure 10 Smoke Detector is Needed Components Inspected
Comment |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
1 Health and Safety Smoke detector Each 1 ‘ H ‘ ‘ H H ‘
Iltems
2 Labor Labor Hour 1 ‘ H ‘ ‘ H H ‘
Other Detail
| | | L] | L H |
| | | ]| | L H |
Measure Sub Total: :| Sub Total: |:|
Field Notes:
Work Order Grand Total: :| Grand Total: :|
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 12012NW2364 Work Order Name: WO/12012NW2364/1 Version 8.5.0

Alt. Client ID: Report Run On: 5/21/2010 Page 6 of 6



